
Ref : PTM EA FORM

PEJABAT KESELAMATAN PEKERJAAN DAN KELESTARIAN ALAM SEKITAR

Disediakan oleh

Disemak oleh

Equipment

Temp/RH meter

Illuminance meter

CO2 meter

P1 P2 P3 Avg
Type (LED/ 

fluorescent)
Qty OK Faulty Nama Alat Bil Kuasa (watt)

Speaker 6

Projector 1

PA SYSTEM 1

FAN 1 54

PA SYSTEM 1

Speaker 6

Projector 1

PA SYSTEM 1

4 4.38 370 218 210 266 23.00 73.6 75.13 FLU 2 0 FAN 1 54

5 110.7 358 540 648 515 25.1 70.5 543 FLU 16 0 FAN 3 54

6 24.96 591 514 454 520 26.4 81.5 553 FLU 9 1 FAN 1 54

7 188.26 172 150 213 178 24.9 84.9 530 LED 15 0 FAN BOOSTER PUMP 3

FLU 30 0 Projector 1

LED 16 0 PA system 1

Speaker 2

FLU 30 0 Projector 1

LED 16 0 PA system 1

Speaker 2

9 DEWAN KULIAH 4 143.92 330 353 346 343 25.1 82.9

2

3

54182.925.1343346353330143.92DEWAN KULIAH 38

263.1DEWAN KULIAH 11

541

HUJAN DAN MENDUNG

BILIK KAWALAN 2

SURAU (LELAKI)

TANDAS (LELAKI)

LOBBY (4)

263.1 576 528 553 552.33 22.6 70.8 505 LED 12 0DEWAN KULIAH 2

528576

270.332602782734.09BILIK KAWALAN 1 02FLU71.471.325

012LED50570.8552.33 22.6553

Illuminance [Lux]

Temp [ºC]
RH

[%]

CO2

[ppm]

Lighting Peralatan Lain

Model Serial No. Calibration expiry date

UNI-T

Digital Light Meter

Digital CO2  +Temp+ RH%

UT333

L21330B

ROOM DATA SURVEY

Remarks

77597
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Area m²No.
Room No/

Description


